Q Q Q O O ELECTRICAL SYMBOLS
RECEPTACLES (MOUNTED 18" AFF UNLESS INDICATED OTHERWISE)
% NOTE ) DUPLEX RECEPTACLE OUTLET (20A, 125V, 2 POLE, 3 WIRE, GROUNDING TYPE, NEMA 5-20R)
P4 (VERIFY LOCATION)
LIGHT FIXTURES
—— | ﬂ | H ] ] | | | | |
B K T ){) ] O LIGHT FIXTURE, LED <
= il - ﬁ LIGHT FIXTURE, LED WITH EMERGENCY SELF CONTAINED BATTERY PACK. BATTERY PACK IS TO g
= \ — — \ REMAIN UNSWITCHED.
| / ~__ o O LIGHT FIXTURE, WALL MOUNTED.
B P LIGHT FIXTURE IDENTIFICATION
- rd NOTE o
- _J@\ P2 (p)
_ | NOTE Nie) o
POWER NOTES | il \ Pl =
P1. CIRCUIT TO EXISTING RECEPTACLE CIRCUIT THIS AREA. | | \ —
_ | UPPER CASE LETTER BESIDE EACH FIXTURE 8
P2. CIRCUIT TO SPARE BREAKER IN PANEL THIS ROOM | I \ DENOTES FIXTURE TYPE. 8
P3. REPLACE EXISTING 16 CIRCUIT LOAD CENTER WITH NEW 16 - " —
CIRCUIT FLUSH MOUNTED LOAD CENTER IN NEW WALL. EXISTING - | 00 o
LOAD CENTER HAS FIVE 20 AMP 1 POLE CIRCUIT BREAKERS AND | q:/ m SWITCHGEAR B
ONE 20 AMP 2 POLE CIRCUIT BREAKER. PROVIDE THREE ADDITIONAL . N ARIANGA , =
20 AMP 1 POLE CIRCUIT BREAKERS. REMAINING TO BE SPACE. . I — - ju— ELECTRICAL PANELBOARD, FLUSH MOUNTED RE,%? ,?Dj/t F_c
| I BOPESSIONAL Jp)
AUTOMATIC TRANSFER SWITCH (ATS) TO SERVE ENTIRE BUILDING. _ | I 1y \ OTE/(/ -  No.3un 8
INTERCEPT BUILDING SERVICE AND ROUTE TONEW ATS AND THEN | | P3 OCCUPANCY SENSOR, CEILING MOUNTED, COMBINATION ULTRASONIC AND PASSIVE .
FROM ATS TO MAIN PANEL. PROVIDE 4#2/0#6G IN 2'C BETWEEN : Ny INFRARED 06/01/2015
GENERATOR AND TRANSFER SWITCH. GENERATOR SHALL HAVE j N
SUBBASE TANK WITH 24 HOURS FUEL AT FULL LOAD AND [ S S S N i
WEATHERPROOF ENCLOUSRE. PROVIDE GFI/WP RECEPTACLE = SECURITY
NEAR GENERATOR FOR MAINTENANCE, CIRCUIT RECEPTACLE TO _
NEAREST 120 VOLT CIRCUIT. PROVIDE POWER FOR BATTERY kK  CCTVCAMERA LOCATION
CHARGER AND BLOCK HEATER FROM PANEL INSIDE BUILDING.
PROVIDE REMOTE ANNUNCIATOR INSIDE BUILDING VERIFY EXACT MISCELLANEOUS
LOCATION. PROVIDE CONCRETE PAD ACCORDING TO GENERATOR s
MANUFACTURER'S RECOMMENDATIONS. | 8
GENERATOR TO BE KOHLER 30REQZK4 30KW/37.5KVA 120/240 i / CONDUIT RUN, EXPOSED
3 PHASE DELTA. . 1 |
SEE SPECIFICATIONS _ _ CONDUIT RUN, CONCEALED
_ i — %
. A8 J UL FLEXIBLE CONDUIT
] | o~ / | | | | | |
1 | 1 . S @/ 1N \é | / CIRCUIT INFORMATION
———] _ ] I | | E HOMERUN DESIGNATION
\/ PHASE CONDUCTOR(S)
EQUIPMENT GROUND (EQUIPMENT GROUND SHALL BE PROVIDED
IN ALL CIRCUITS AND FEEDERS, WHETHER SHOWN OR NOT)

— O
1GL1-1,35 x Ll
5 POWER PLAN #8,1'C NEUTRAL - 0
14=10" \ O
\ CONDUIT SIZE = LLI
WIRE SIZE 1] —
CIRCUIT DESIGNATION o —
@ CIRCUIT DESIGNATION INDICATES PANELBOARD AND CIRCUIT(S) TO WHICH — |
HOMERUN IS CONNECTED. Y |
® WIRE SIZE SHALL BE NO. 12, UNLESS INDICATED OTHERWISE, O L1
[— A=
| _ ® CONDUIT SIZE SHALL BE MINIMUM ALLOWED BY SPECIFICATIONS FOR NO. 12 SIZE - O
U - 0] i WIRE, 3/4" FOR NO. 10, UNLESS INDICATED OTHERWISE. Ll
1 | 1 : ] @ CIRCUIT INFORMATION PROVIDED AT THE HOMERUN SYMBOL SHALL APPLY THE T 2
- T ENTIRE LENGTH OF THE CIRCUIT (FROM PANELBOARD TO LAST LOAD). —
|| B A N —
R A A i ‘ N —~ ® WHEN NO PHASE CONDUCTOR OR NEUTRAL IS INDICATED AT THE HOMERUN )
O\ O\ i O Cj . b SYMBOL, PROVIDE ONE PHASE CONDUCTOR AND ONE NEUTRAL, BOTHNO. 12.
B NOTE L2 i B/ ® SWITCHING CONDUCTORS, CONDUCTORS FOR NIGHT LIGHT CIRCUITS
(UNSWITCHED), ETC. ARE NOT SHOWN, BUT SHALL BE PROVIDED AS NECESSARY.
LIGHTING NOTES: \ \ \ ]
o e Lo Lo e Ui i S ® WIRE SIZE INDICATED ON THESE DOCUMENTS AS INDICATED BY "NO." OR "#" HAS
SEACON 0 BE UNSWITCHED | i 4~ L THE SAME MEANING AS "AWG" (N.E.C. NOMENCLATURE). (i.. "NO. 12" OR "#12"
] B 9 ] ]
l l l ., N ~_ MEANS "12AWG" IN N.E.C. NOMENCLATURE.)
L2. FIXTURE TYPE A TO BE EQUAL TO CREE #LS8100L40KSR, WITH ] O O
EB14 EMERGENCY BATTERY WHERE FIXTURE IS HALF SHADED. ] B
CIRCUIT TO EXISTING LIGHTING CIRCUIT. VERIFY ADEQUATE
AMPACITY. EMERGENCY BATTERIES ARE TO REMAIN UNSWITCHED. A A
SWITCH FIXTURES WITH EXISTING SWITCHES.
EXISTING LIGHTING CIRCUIT. VERIFY ADEQUATE AMPACITY. PROVIDE ~— - u - \
CEILING MOUNTED OCCUPANCY SENSORS TO CONTROL FIXTURES. = \ ®

BATTERIES ARE TO REMAIN UNSWITCHED. \

A -
/ / u ° 200 |
L] / LOUNGE
é \F/ A O O S O / NOTE L3 NOTE L1
L3. FIXTURE TYPE B TO BE EQUAL TO CREE #CR24-40L-50K-10V, WITH A ) —_— T — ) |_O _
EMERGENCY BATTERY WHERE FIXTURE IS HALF SHADED. CIRCUIT TO R ] B
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